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T105.A.7
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T105.A.3

T105.B.3

T105.B.2

T105.A.2

T105.A.1

TEMPORARY LIGHTING CONTROLLER "T105"

T105.B.1

13012 S. LaGRANGE RD.

CONTROLLER SERVICE.
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FOR CONTINUATION

SEE DRAWING E-22

CONTINUATION

E-22 FOR

SEE DRAWING
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PROPOSED ROADWAY LIGHTING PLAN - STAGE 1B

US-45 (LaGRANGE ROAD)

33 340+00 365+00

E-21

THE ENGINEER.

INSTALLED, ENERGIZED, TESTED, AND APPROVED BY

ALONG THE EAST SIDE OF LAGRANGE ROAD ARE

ONCE ALL OF THE PROPOSED ROADWAY LIGHTING UNITS

TEMPORARY WIRING DURING CONSTRUCTION STAGE 2,

ALL ASSOCIATED UTILITY SERVICE WORK, AND THE

LIGHTING UNITS, TEMPORARY LIGHTING CONTROLLERS,

CONTRACTOR SHALL REMOVE THE IDENTIFIED TEMPORARY

UNIT FOUNDATION DETAILS, UNLESS NOTED OTHERWISE.

DETAILS. SEE DRAWING E-46 FOR PROPOSED LIGHTING

SEE DRAWING E-47 FOR PROPOSED LIGHTING UNIT

GENERAL NOTES.

ABBREVIATIONS. SEE DRAWING E-2 FOR ELECTRICAL

SEE DRAWING E-1 FOR ELECTRICAL SYMBOL LIST AND

C115.G.3 (RECP R7) C115.H.3 (RECP R8) C117.A.2 (RECP R1)
C117.B.1 (RECP R2)

C117.A.1 (RECP R1)

C117.G.3 (RECP R7)

C117.G.1 (RECP R7)

C117.H.3 (RECP R8)

C117.G.4 (RECP R7)

4" RGS, 72'

4" RGC, 93'

200A, 240/480V, 1}, 3W

CONTROLLER "C117"

PROPOSED LIGHTING

4" RGS, 72'

ZQ.A.1

ZQ.B.1

120/240V, 1}, 3W

LIGHTING CONTROLLER "ZQ"

PROPOSED COMBINATION

120/240V, 1}, 3W

LIGHTING CONTROLLER "ZP"

PROPOSED COMBINATION

ZP.A.1

ZP.B.1

1" UD, 4-1/#10, 1/C #10 GND (COMBO LITE)

1•" UD, 3-1/C #8, 1/C #10 GND (RECP)

1‚" UD, 3-1/C #6, 1/C #8 GND (LITE)
(2) 1‚" UD, 3-1/#6, 1/C #8 GND (LITE)

SEE TRAFFIC SIGNAL PLANS

SERVICE DISCONNECT

PROPOSED COMBINATION


